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FLOOR PLAN
REFERENCE NOTES
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6" CONCRETE SLAB W/ #4 BARS EACH WAY, OVER
6" COMPACTED GRAVEL BASE

DASHED LINE INDICATES 4" PVC DRAINAGE PIPE
DASHED LINE INDICATES CONCRETE SUMP BELOW

6" DIA. CONCRETE FILLED PIPE BOLLARDS
EXISTING LIQUOR STORE WALL
NEW HOLLOW METAL DOORS & FRAMES

CAST-IN PLACE CONCRETE WATER WAY, SEE DETAIL
02/ADT501

3” PVC PIPING BELOW SLAB. PIPING TO HAVE LONG
RADIUS SWEEP FROM PIT TO POWER UNIT. GENERAL
CONTRACTOR TO VERIFY SIZE OF PVC PIPING PRIOR
TO PLACING

CONCRETE CURB WALL, SEE DETAILS 02&03/ADT501

PROPOSED ELECTRIC MOTOR LOCATION. GENERAL
CONTRACTOR SHALL VERIFY WITH USER TO
DETERMINE EXACT LOCATION TO PLACE MOTOR &
HYDRAULIC PUMP.

STEEL ANGLE AT PERIMETER OF LIFT PIT &
RECESSED BRIDGE. ALL CURB ANGLE JOINTS TO BE
WELDED SECURELY. STEEL ANGLE TO BE
GALVANIZED, PRIMED AND PAINTED.

DOOR BEYOND

BUILDING BEYOND

PRE—CAST CONCRETE CATCH BASIN
MANHOLE RING & COVER

PRE—CAST CONCRETE DRY WELL LID
PRE—CAST CONCRETE DRY WELL SUMP

GENERAL CONTRACTOR SHALL DROP TOP OF
CONCRETE CURB WALL TO MATCH TOP OF CONCRETE
SLAB FOR WATER DRAINAGE.

EXISTING ELECTRICAL PANEL. GENERAL CONTRACTOR
SHALL SURFACE MOUNT ELECTRICAL CONDUIT FROM
ELECTRICAL PANEL TO ELECTRIC MOTOR LOCATION.
CONDUIT SHALL RUN FROM MOTOR UP TO ABOVE
CEILING WHERE IT WILL RUN HORIZONTAL, THEN BACK
DOWN WALL TO ELECTRICAL PANEL. GENERAL
CONTRACTOR SHALL VERIFY WHERE FINAL CONDUIT
RUNS W/ ARCHITECT, LIFT MANUFACTURER AND
BUILDING USER PRIOR TO FINAL INSTALLATION.

NEW LIFT, SEE SPECIFICATION

GENERAL CONTRACTOR SHALL PATCH AND REPAIR
GYPSUM BOARD WALL AROUND DOOR OPENING
WHERE WALL HAS BEEN MODIFIED FOR NEW HOLLOW
METAL DOOR FRAME.

EXISTING ASPHALT

INSTALLER TO USE CONTINUOUS SHIMS & GROUT AS
REQUIRED TO BRING PLATFORM FLUSH WITH FLOOR

ANCHOR LIFT AS PER SCISSOR LIFT MFR.
REQUIREMENTS.

6" PRECAST CONCRETE EXPANSION RINGS
SLAB CONTRACTION JOINT, SEE DETAIL 01/ADT502

GENERAL CONTRACTOR SHALL REPAIR EXISTING
GYPSUM BOARD WALLS AT HEAD AND JAMB SIDES
OF NEW DOOR WHERE NEW STEEL ANGEL HAS BEEN
LOCATED AND CONCRETE BLOCK CELLS HAVE BEEN
GROUTED SOLID AS SHOWN ON STRUCTURAL
DRAWINGS. PROVIDE TOUCHUP PRIMER AND PAINTING
OF REPAIRED GYPSUM BOARD AT INTERIOR SIDE OF
DOOR TO MATCH EXISTING PAINT FINISH.

6 GENERAL CONTRACTOR SHALL RELOCATE EXISTING

ELECTRICALLY ILLUMINATED "EXIT" SIGNAGE ABOVE
DOOR AS NEEDED FOR NEW DOOR INSTALLATION.

DOT HATCH PATTERN INDICATES ASPHALT OVERLAY
AS NEED TO FEATHER DISPLACEMENT BETWEEN NEW
CONCRETE AND EXISTING ASPHALT.

PROVIDE ADDITIONAL CAST—IN PLACE CONCRETE
WATER WAY AND CONCRETE CURB WALL AT BUBBLED

LOCATIONS SHOWN AS PER DETAILS 02403 /ADTS01

ADDITIONAL 6" CONCRETE SLAB W/ #4 BARS EACH
WAY, OVER 6" COMPACTED GRAVEL BASE

LEGEND PLAN

T

Ci00A)  DOOR TAG

ARROW INDICATES DIRECTION OF SLOPE FOR WATER
DRAINAGE

GENERAL NOTES

GENERAL CONTRACTOR SHALL MAINTAIN VEHICLE ACCESS
AT ALL TIMES TO ALL EXISTING BUIDLINGS.

GENERAL CONTRACTOR IS RESPONSIBLE FOR
REPLACEMENT OF EXISTING ASPHALT, CONCRETE,
LANDSCAPING, ETC. DISTURBED OR DESTROYED DURING
CONSTRUCTION.

ALL ELECTRICAL EQUIPMENT IS SHOWN FOR SCHEMATIC
PURPOSES ONLY. IT IS THE GENERAL CONTRACTOR'S
RESPONSIBILITY TO PROVIDE DESIGN BUILD ELECTRICAL.
IT IS THE GENERAL CONTRACTOR'S RESPONSIBILITY TO
HAVE THEIR ELECTRICAL SUBCONTRACTOR REMIEW THE
PROJECT PRIOR TO BIDDING. ALL ELECTRICAL MUST
MEET CURRENT NEC CRITERIA.

GENERAL CONTRACTOR SHALL REPAINT INTERIOR GYPSUM
BOARD WALL FROM INSIDE CORNER NEAR GRID LINE "A”

TO INSIDE CORNER NEAR GRID "B" FROM TOP OF
EXISTING FLOOR BASE TO BOTTOM OF EXISTING CEILING.
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